
Ship Name: KIRAN AMERICA

IMO Number: 9491264

Date of Action: 12/6/2021

Port: New Orleans, Louisiana

Ship Type: Bulk Carrier

Flag: Malta

Recognized Org: Bureau Veritas

Deficiencies:

Action Taken: Detention

Recognized Security
 Organization (RSO):
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(RO) Related:

Not Class Related

Organization Related 
to Detention:

Unit: Sector New Orleans
Ship Management:

Relevant Certificates:

Code - Category Description

07123 - Operation of Fire protection 
systems

Machinery spaces of category A above 500 m3 in volume 
shall, in addition to the fixed fire-extinguishing system 
required in paragraph 5.1.1, be protected by an 
approved type of fixed water-based or equivalent local 
application fire-extinguishing system, based on the 
guidelines developed by the Organization.  In the case of 
periodically unattended machinery spaces, the fire-
extinguishing system shall have both automatic and 
manual release capabilities.  PSCO observed the water 
supply valve to the local application fire-extinguishing 
system to be closed rendering the system inoperable.

07114 - Remote Means of control 
(opening,pumps,ventila

Oil fuel pipes, which, if damaged, would allow oil to 
escape from a storage, settling or daily service tank 
having a capacity of 500L and above situated above the 
double bottom, shall be fitted with a cock or valve 
directly on the tank capable of being closed from a safe 
position outside the space concerned in the event of a fire 
occurring in the space in which such tanks are situated. 
PSCO observed a steel plate wedged into and beside the 
valve stem for the #1 ULSFO Service Tank preventing 
the valve from closing during an emergency from outside 
the space.

04109 - Fire drills Each fire drill shall include: starting of a fire pump, 
using at least two required jets of water to show that the 
system is in proper working order and checking of 
fireman's outfit and other personal rescue equipment. 
During initial fire drill, PSCO observed that the crew did 
not energize the fire pump and did not demonstrate two 
required jets of water.  In addition, one out of the two 
firefighter's self-contained breathing apparatus was not 
properly donned and checked before entering the space.  
The SCBA was loosely fit around the firefighter's face 
and could not provide a seal.  PSCO informed Captain of 
the two deficient items and allowed 10 minutes for crew 
training before conducting the fire drill again. PSCO 
observed second fire drill and witnessed the same 
deficient items as before.
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15109 - Maintenance of the ship and 
equipment

The company should establish procedures to ensure that 
the ship is maintained in conformity with the provisions 
of the relevant rules and regulations and with any 
additional requirements which may be established  by 
the company.  Due to objective evidence in deficiencies 
01, 02, 03, 05, and 06, the vessel is not in substantial 
compliance with the relevant conventions, calling into 
question the adequacy and implantation of the vessel's 
SMS under ISM Code. A Safety Management Audit 
must be carried out by the Administration or the 
Recognized Organization prior to release from detention


